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FRACTIONS 

THIRD ANGLE

HYDREXX SERIES VAPORIZER

HEAT TRANSFER
TUBES

FLOAT BALL

PRESSURE RELIEF
VALVE

3 7
8 " 98

1 1/4" FNPT
WATER IN/OUT

BOTH SIDES

NOTES:
ALL DIMENSIONS SHOWN AS INCHES [mm]1.
PRESSURE VESSEL RATED AT 250 PSIG.2.
SUITABLE FOR INDOOR/OUTDOOR INSTALLATION.3.
RELIEF VALVE SETTINGS 250 PSIG.4.
AVOID DRY RUBBING OF THE INSULATION JACKET TO 5.

         AVOID ELECTRO STATIC CHARGING HAZARD. ALWAYS
         USE A DAMP CLOTH FOR CLEANING.
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